t01Ty

02/14/03

(82)
(82)
(82)
(82)
(82)
(82)
(39)
(90)
(82)
(90)
(39)
(39)
(39)
(39)

(90)
(82)

(90)
(82)

(90)
(39)
(39)
(39)
(39)
(39)
(40)
(40)
(40)
(40)
(40)
(40)
(82)
(82)
(39)
(39)
(39)

Dell Dia Data source: Data Disk
Installation: 121212127 Version: 0004

v

ADDRESSABLE LOOP

Point Address Range: A1l to B127

Number of Configured Points: 136
Point Description Device
Al SUITE 2304 SMOKE PHOTO ISN550P (LO SENSE RANG
A2 SUITE 2303 SMOKE PHOTO ISN550P (LO SENSE RANG
A3 SUITE 2302 SMOKE PHOTO ISN550P (LO SENSE RANG
Ad SUITE 2301 SMOKE PHOTO ISN550P (IL.O SENSE RANG
A5 SUITE 2210 SMOKE PHOTO ISNELCP (1.0 SENSE RANG
AG SUITE 2209 SMOKE PHOTO ISNS550P (LO SENSE RANG
A7 SUITE 2208 SMOKE PHOTO ISNA50P (LO SENSE RANG
A8 SUITE 2207 SMOKE PHOTO ISN550P (LO SENSE RANG
A9 SULTE 2206 SMOKE PHOTO ISN550P (LO SENSE RANG
A1Q SUITE 2205 SMOKE PHOTO ISNS550P (LO SENSE RANG
AT1 SUITE 2204 SMOKE PHOTO ISN550P (LO SENSE RANG
A12 SUITE 2203 SMOKE PHOTO ISN550P (LO SENSE RANG
A3 STORAGE 2202 SMOKE PHOTO ISN550P (LO SENSE RANG
Al4 N. STAIRS PULL STATION 500/501CM PULL STATI
A5 N- ELEV TOP HEAT HEAT IHN135 (135F HEAT DET)
316 N ELEV TOP SMOXE PHOTO ISN550P (LO SENSE RANG
A17 N ELEV FOYER HEAT HEAT THN135 (135F HEAT DET)
A8 1302 PANTRY PULL STATION 500/501CM PULL STATT
A19 Nw STAIRS PULL STATION 500/501CM PULL STATT
AZ20 BRM 1115 PANTRY PULL STATION 500/501CM PULL STATI
A27 1113 VENDOR DEPOT STATION 500/5C1CM PULL STATI
A22 PRIMARY RECALL RELAY 500RM (28)
A23 ALT RECALL RELAY 500RM (28)
824 SHUNT RELAY RELAY 500RM (28)
K25 1112 ELEV RM HEAT HEAT IHN135 (135F HEAT DET)
A26G 1712 ELEV RM SMOKE PHOTO ISN550P (LO SENSE RANG
A27 HEAT N ELEV PIT HEAT IHN135 (135F HEAT DET)
A28 SMOKE N ELEV PIT PHOTO ISNS550P (LO SENSE RANG
A29 N ELEV FOYER HEAT HEAT IHN135 (135F HEAT DET)
A30 N FOYER PULL STATION STATION 500/501CM PULI STATI
A31 MAIN KITCHEN STATION 500/501CM PULL STATI
A32 MONEY EXCHANGE OFF. STATION 500/501CM PULL STATI
A33 1102 ¥ COMMISARY STATION 500/501CM PULL STATI
A35 1109 PANTRY PULL STATION 500/501CM PULL STATI
A36 TAMPER PUMP RM 1039 CONTACT 501/500 CM(A) (STYLE
A37 TAMPER PUMP RM 1039 CONTACT 501/500 CM(A) (STYLE
A38 TAMPER PUMP RM 1039 CONTACT 501/500 CM(A) (STYLE
A39 TAMPER PUMP RM 1039 CONTACT 501/500 CM(A) (STYLE
A40Q WATERFLOW PUMP 1039 CONTACT 501/500 CM(A) (STYLE
541 HIGH PRESSURE RM 103 CONTACT 501/500 CM(A) (STYLE
Ad2 PUMP RM 1039 SMOKE PHOTO ISNS550P (I.O SENSE RANG
Ad3 ELEC RM 1039 SMOKE PHOTO ISN550P (LO SENSE RANG
344 TRAINING RM 1025 PUL STATION 500/501CM PULL STATI
A4S MANAGER/COACH RM1022 STATION 500/501CM PULL STATI
AdG VISITOR CLUBHOUSE STATION 500/501CM PULL STATI
A47 HOME CLUBHOUSE PULL STATION 500/501CM PULL STATI

(39)

(IJCD@CO—‘—‘UTUTO\O'\O‘\O’\UJUJUJL\JUJ—‘—‘—‘—‘—-‘-—‘—‘—JLU(JJUJUJL\)I\)[\J%[\)NN[\)NM[\)MN[\)[\)N[\)

INOO6
INOO6
INOO0G6
INOOG
INGOb6
INOO6
INOO6
INOOG6
INOO6
INOO6
INOO6
INOO6
INOO6
INQOO4
TU140
TU42
10142
INOO4
INOO4
IN004
INDO4
0UZ51

0U247
0U246
10140
I0141

10140
I0147

I0141

INGCO4
INOO4
INO04
INOO4
IN004
I5042
IS042
I5042
IS042
1S043
IS043
IN006
TNO06
INQO4
INOO4
IN004
INOO4

Evacu
Evacu
Evacu
Evacu
Evacu
Evacu
Evacu
Evacu
Evacu
Evacu
Evacu
Evacu
Evacu
Alarm
User

User

User

Alarm
Alarm
Alarm
Alarm
User

User

User

User

User

User

User

User

Alarm
Alarm
Alarm
Alarm
Alarm
Super
Super
Super
Super
Water
Water
Evacu
Evacu
Alarm
Alarm
Alarm
Alarm



A48 WEIGHT RM 1015 PULL STATION 500/501CM PULL STATI (39) 8 INOO4 Alarm
A49 AUXILARY LOCKER PULL STATION 500/501CM PULL STATI (39) 8 IN00O4 Alarm



Dell Dia Data source: Data Disk
Installation: 12121212T Version: 0004 02/14/03

Zone Group

A50 UMPIRES RM 1019 PULL STATION 500/501CM PULL STATI

(39) 8 INOO4 Alarm
A51 ELEC RM 1018 SMOKE PHOTO ISN550P (LO SENSE RANG (82) 7 INO06 Evacu
A52 HOME LAUNDRY RM SMK PHOTO ISN550P (LO SENSE RANG (82) 7 INOO6 Evacu
AS53 VISITOR LAUNDRY SMK PHOTO ISN550P (LO SENSE RANG (82) 7 IN006 Evacu
A54 LOW AIR CLUBHOUSE CONTACT 501/500 CM(A) (STYLE (40) 6 1IS042 Super
AS55 N STAIRS PULL STATION 500/501CM PULL STATI (39) 3 INOO4 Alarm
AS56 TAMPER NOVELTY AREA CONTACT 501/500 CM(A) (STYLE (40) 6 1S042 Super
a57 HIGH PRESSURE NOVLTY CONTACT 501/500 CM(A) (STYLE (40) 5 1S043 Water
A58 LOW AIR NOVELTY AREA CONTACT 501/500 CM(A) (STYLE (40) 6 1S042 Super
A59 N CONSESSION ANSUL  CONTACT 501/500 CM(A) (STYLE (40) 16 1INOO4 Alarm
A60 N CONSESSION ANSUL CONTACT 501/500 CM(A) (STYLE (40) 16 IN004 Alarm
A61 KITCHEN ANSUL SYSTEM CONTACT 501/500 CM(A) (STYLE (40) 14 1INO04 Alarm
A62 POWER SUPPLY ONE CONTACT 501/500 CM(A) (STYLE (40) 2 1INO39 Gen.
A63 POWER SUPPLY TWO CONTACT 501/500 CM(A) (STYLE (40) 2 1INO039 Gen.
A64 TAMPER MAINTANCE CONTACT 501/500 CM(A) (STYLE (40) 6 TI5042 Super
A65 TAMPER MAINTANCE CONTACT 501/500 CM(A) (STYLE (40) 6 1IS042 Super
A66 HIGH PRESSURE MAINT. CONTACT 501/500 CM(A) (STYLE (40) 5 1IS043 wWater
A67 LOW AIR MAINTANCE CONTACT 501/500 CM(A) (STYLE (40) 6 1IS042 Super
A70 CLUBHOUSE DAMPERS RELAY S500RM (28) 11 ON190 Commo
A71 CLUBHOUSE DAMPERS RELAY 500RM (28) 11 ON190 Commo
A74  Audio System AMP-96/CS2 (49) 0 08250 Chann
775 Audio System AMP-96/CS2 (49) 0 1IN143 Audio
a76 SUITE 25 SMOKE DET PHOTO ISN550P (LO SENSE RANG (82) 2 INO06 Evacu
A77 SUITE 26 SMOKE DET. PHOTO ISN550P (LO SENSE RANG (82) 2 INO06 Evacu
A78 SUITE 27 SMOKE DET. PHOTO ISN550P (LO SENSE RANG (82) 2 INO06 Evacu
A79 SUITE 28 SMOKE DET. PHOTO ISN550P (LO SENSE RANG (82) 2 INO06 Evacu
A80 SUITE 29 SMOKE DET. PHOTO ISN550P (LO SENSE RANG (82) 2 INO06 Evacu
A81 SUITE 30 SMOKE DET. PHOTO ISN550P (LO SENSE RANG (82) 2 INO06 Evacu

B1 JANITOR RM 2321 SMK PHOTO ISN550P (LO SENSE RANG (82) 2 INO06 Evacu
B2 SCOREBOARD CONTROL PHOTO ISN550P (LO SENSE RANG (82) 2 INQO06 Evacu
B3 AUDIO/VISUAL RM SMK PHOTO ISN550P (LO SENSE RANG (82) 2 INO06 Evacu
B4 PRESS BOX RM 2308 PHOTO ISN550P (LO SENSE RANG (82) 2 IN006 Evacu
B5 PRESS BOX RM 2308 PHOTO ISN550P (LO SENSE RANG (82) 2 1IN006 Evacu
B6 ELEC RM 2328 SMK PHOTO ISN550P (LO SENSE RANG (82) 2 INO06 Evacu
B7 SUITE 2316 SMOKE PHOTO ISN550P (LO SENSE RANG (82) 2 INO06 Evacu
B8 SUITE 2317 SMOKE PHOTO ISN550P (LO SENSE RANG (82) 2 INQGO6 Evacu
B9 SUITE 2318 SMOKE PHOTO ISN550P (LO SENSE RANG (82) 2 INO06 Evacu
B10 SUITE 2319 SMOKE PHOTO ISN550P (LO SENSE RANG (82) 2 INOO6 Evacu
B11 SUITE 2401 SMOKE PHOTO ISN550P (LO SENSE RANG (82) 2 IN006 Evacu
B12 SUITE 2402 SMOKE PHOTO ISN550P (LO SENSE RANG (82) 2 INO06 Evacu
B13 SUITE 2403 SMOKE PHOTO ISN550P (LO SENSE RANG (82) 2 INO06 Evacu
B14 SUITE 2404 SMOKE PHOTO ISN550P (LO SENSE RANG (82) 2 INQ06 Evacu
B15 SUITE 2405 SMOKE PHOTO ISN550P (LO SENSE RANG (82) 2 INQO06 Evacu
B16 SUITE 2406 SMOKE PHOTO ISN550P (LO SENSE RANG (82) 2 INOQOO6 Evacu
B17 SUITE 2407 SMOKE PHOTO ISN550P (LO SENSE RANG (82) 2 INO06 Evacu
B18 SUITE 2408 SMOKE PHOTO ISN550P (LO SENSE RANG (82) 2 INO06 Evacu
B19 EAST STAIRS PULL STATION 500/501CM PULL STATI (39) 4 TINO04 Alarm
B20 ADMIN. AREA 2427 STATION 500/501CM PULL STATI (39) 4 1IN004 Alarm
B21 E ELEV TOP SMOKE PHOTO ISN550P (LO SENSE RANG (82) 2 10139 User

B22 E ELEV TOP HEAT HEAT IHN135 (135F HEAT DET) (90) 2 10137 User

B23 E ELEV FOYER HEAT HEAT IHN135 (135F HEAT DET) (90) 2 IU139 User



B24 'FIRST AID RM PULL STATION 500/501CM PULL STATI (39) 3 INOO4 Alarm
B25 PANTRY 1309/10 PULL STATION 500/501CM PULIL STATI (39) 3 INO04 Alarm



Dell Dia

Installation:

CONSESSION 1402 PULL

RETAIL

STORAGE PULL

PANTRY 1503 PULL
NOVELTY 1502 PULL
OFFICE 1511 PULL

ELEV
ELEV
ELEV
ELEV
ELEV
ELEV

PRIMARY
ALT
SHUNT

RM SMOKE
RM HEAT
PIT HEAT

ELEV PIT SMOKE

ELEV FOYER HEAT
CONV CENTER 1520

CONV CENTER 1520

CONV CENTER 1520

LOBBY AREA 1525

EEHHEEEEE

KITCHEN AREA 1521
ELEC RM 1522
STORAGE 1519 SMOKE
CENTER STAIRS PULL
TAMPER PUMP RM
TAMPER PUMP RM
TAMPER PUMP RM
TAMPER PUMP RM

HIGH PRESSURE SWITCH

LOW AIR PUMP RM
WATERFLOW PUMP RM

KITCHEN ANSUL SYSTEM
CONSESSION HOME PLT

COMMISARY DAMPERS
COMMISARY DAMPERS
MICROSHADES RELAY
SUPV FOR DIALER
AUDIO SHUTDOWN

Data source: Data Disk

12121212T  Version: 0004 02/14/03

Device Zone Group
STATION 500/5071CM PULL STATI (39) 3 IN0O4
STATION 500/501CM PULL STATI (39) 3 INOO4
STATION 500/501CM PULL STATI (39) 3 INO0O4
STATION 500/501CM PULL STATI (39) 3 INOO4
STATION 500/501CM PULL STATI (39) 3 INOO4
RELAY 500RM (28) 1 0U245
RELAY 500RM (28) 1 0u244
RELAY 500RM (28) 1 0Uu243
PHOTO ISN550P (LO SENSE RANG (82) 1 10138
HEAT IHN135 (135F HEAT DET) (90) 1 10137
HEAT THN135 (135F HEAT DET) (90) 1 10137
PHOTO ISN550P (LO SENSE RANG (82) 1 TU138
HEAT IHN135 (135F HEAT DET) (90) 1 IU138
STATION 500/501CM PULL STATI (39) 10 INO0O4
STATION 500/501CM PULL STATI (39) 10 1INOO4
STATION 500/501CM PULL STATI (39) 10 INOO4
STATION 500/501CM PULL STATI (39) 10 INOO4
STATION 500/501CM PULL STATI (39) 10 INOO04
PHOTO ISN550P (LO SENSE RANG (82) 9 INO06
PHOTO ISN550P (LO SENSE RANG (82) 9 INOO06
STATION 500/501CM PULL STATI (39) 4 INOO04
CONTACT 501/500 CM(A) (STYLE (40) 9 1IS5042
CONTACT 501/500 CM(A) (STYLE (40) 9 IS042
CONTACT 501/500 CM(A) (STYLE (40) 9 15042
CONTACT 501/500 CM(A) (STYLE (40) 9 1IS042
CONTACT 501/500 CM(A) (STYLE (40) 9 1IS8043
CONTACT 501/500 CM(A) (STYLE (40) 9 1IS042
CONTACT 501/500 CM(A) (STYLE (40) 9 15043
CONTACT 501/500 CM(A) (STYLE (40) 12 IN004
CONTACT 501/500 CM(A) (STYLE (40) 15 INO04
RELAY 500RM (28) 11 ON190
RELAY 500RM (28) 11 ON190
RELAY 500RM (28) 9 0ON190
RELAY 500RM (28) 1 0S238
RELAY 500RM (28) 2 ON190

Alarm
Alarm
Alarm
Alarm
Alarm
User

User

User

User

User

User

User

User

Alarm
Alarm
Alarm
Alarm
Alarm
Evacu
Evacu
Alarm
Super
Super
Super
Super
Water
Super
Water
Alarm
Alarm
Commo
Commo
Commo
Syste
Commo




Project Filename:

Panel T

Sensors

Loop

00
A
A
A
1
1

by Honeywell

ype:

Addr
1
2
3
4
5

DELL DIAMOND.MDB
7100

Device Type
Thermal Det
Photo Detector
Photo Detector
Photo Detector
Photo Detector

Description
ELEV MACHINE RM
SMK IN ELEV EQ
ELEV LBY 1ST FLR
ELEV LBY 2ND FLR
ELEV LBY 3RD FLR

Page 1 Oof

Groupt Group2 Day Sens Night Sens  Verify
4 0 Default Default Defauit
5 0 Default Default Default
2 0 Default Default Default
3 0 Default Default Default
3 0 Default Default Default

7:51:.07AM
11/5/2010

XZone

ZoneCode

Active

0

0
0
0
0

0

0
0
0
0

Yes
Yes
Yes
Yes
Yes



P

L
N ] rseonme

by Honeywell

Project Filename:

Panel Type:
AMM Modules
Loop Addr
1 5
1 6
1 9
1 10
1 12
1 13
1 14
1 15
1 16

DELL DIAMOND.MDB

7100

Device Type

Supervisory Sw
Duct Detector
Duct Detector
Duct Detector
Manual Station

FACP
Duct Detector
Duct Detector
Duct Detector

Page

1

Description

SHUNT MONITOR
AHU IN ELEV LBY
RTU 10 3RD FLR
RTU 9 2ND FLR
ANSUL IN KITCHEN
ALARM EXIST FACP
RTU IN KITCHEN
RTU BAR AREA

AHU 2ND ELEV LBY

of 1

7:51:08AM

11/5/2010
Groupi Group2  Verify XZone ZoneCode Active
7 0 Default 0 0 Yes
7 0 Default 0 0 Yes
7 0 Default 0 0 Yes
7 0 Default 0 0 Yes
0 0 Default 0 0 Yes
0 0 Default 0 0 Yes
7 0 Default 0 0 Yes
7 0 Default 0 0 Yes
7 0 Default 0 0 Yes



-

N

FPCA;

Gamewell

RE CONTROL
INSTRUMENTS

by Honeywell

Project Filename: DELL DIAMOND.MDB

Panel Type:

AOM Modules

Loop

00
A
A
A
1
t_
A

>
a

dr

m\l-hQJl\)—“

7100

Device Type
FORM C AOM NS
FORM C AOM NS
FORM C AOM NS

Signal AOM NS
FORM C AOM Sil
FORM C AOM Sil

Page 1

Description
PRIMARY RECALL
ALT RECALL
HAT LIGHT
SHUNT TRIP
FA TRGR
SUPV TRGR

Of 1

a
c

Groups

PO LN

N

FanRestart

No
No
No
No
No
No

SegRestart
No
No
No
No
No
No

7:51:09¢
11/5/20°

Active
Yes
Yes
Yes
Yes
Yes
Yes




